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*Hb

Hs/2 °

*Hs
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C ~TYp~)~ o

:1

„ Top Support
R_10 ~ Bracket, , ~'
(Typ.) ~ See Sh. 2

~ ~

X3/8" x 3"
Wedge Anchor~. ._

S-

*L

PLAN VIEW
N.T.S.

* See Appendix A-1 And CPS Sizing Table For Hb, Hs, And L Values

Deflector, See Sh. 5

Kj

14GA 5mm u
Perforated Spot Weld (Typ.),

Screen 50% See Note 2
Open Hereon

Vertical ,~ _ _ o
~1 1/4" x 1/2" x 1/2" 12GA U-Channel

Stiffener (Typ.)

Center Stiffener ,-~ ~~~

^, ~ ~~ o
~ ono , r _,~ a ~o ~ oh o

Horizontal ~ ``~ /~ ~~
1 1 /4" x 1 /2" x 1 /2"
12GA U-Channel 3" Base Support 12" Center Base Support

Stiffener (Typ.) Bracket (Typ. ), Bracket (When S >_ 3'-0")
See Detail D, Sh. 3 See Detail C, Sh. 3

ELEVATION VIEW
N.T.S.

See Detail A
See Detail B, Sh. 2~ Hereon

NOTES:
1. All Materials Are Type 304SS Unless Otherwise Noted

2. All Horizontal And Vertical Stiffeners Shall Be Spot
Welded @ 4"C.C. (Max) To Perforated Screen p

3. Center Stiffener Required When
S >_ 3'-0"

4. Top And Center Base Support Brackets Required
When S ? 3'-0"

5. 3" Base Support Bracket At The Inflection Points
Required For All Units

6. For Catch Basin Uneven Floor E~ension Panel Detail
See Sh. 4

1 1 /2" x 1 1 /2" 3/8" x 3"
13GA Wedge Anchor,
Mounting 2 Per Connection (Typ.)
Bracket ------------
~TYp~ )

-_= 2..
3/4" = ~TYP~)~Typ ~ __ - Ex. Catch

5/16" x 1" Hex Bolt,
Washer, And Lock Nut,

2 Per Connection

1 /4" x 1 /2" x 1 /2"
12GA U-Channel

Stiffener (Typ.)

__ _Basin Wall

~ 1 1 /2" x 1 1 /2" x "H s"
~ = 13GA

- Mounting
Bracket
~TYP~ )

~ ~ 3/4"
l ~TYp~ )

14GA 5mm Perforated
Screen 50% Open

ADS FLEXSTORM
CPS U EXT

PLAN, ELEVATION, AND
DETAIL

C

O

1

LOS ANGELES COUNTY
DEPARTMENT OF PUBLIC WORKS

0 ACCEPTED
0 MAKE CORRECTIONS NOTED
1:3 REVISE CALCULATIONS
El REJECTED

REVIEW IS PERFORMED BY TtE DEPARTMENT TO ENSURE
THE CONTRACTOR'S GENERAL CONFORMANCE WITH THE
DESIGN CONCEPT OF THE PROJECT AND GENERAL CON.
PLIANCE WITH THE SPECIFICATIONS. THE CONTRACTOR
IS SOLELY RESPONSIBLE FOR THE CORRECTNESS OF
DIMENSIONS, PROPER CONSTRUCTION AND INSTALLA-
TION METHODS, AND FOR FULFILUNG ALL CONTRACTUAL
REQUIREMENTS. ACCEPTANCE INDICATED HEREON
DOES NOT RELIEVE THE CONTRACTOR OF THESE 0131.§.
CATIONS.

BY DATE...........--- .

X

Steven Dickson 07-28-16
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NOTE:
-Top Support Bracket Required When S > 3'-0"

D

C~7■

3/8" x 3" -~
Wedge Anchor ~

~TYP~)

Ex. Catch Basin Wall

2" x 3" x 7/8" 11 GA Tab

1 /2" T ~~$" x 3" x 7/8" 11 GA
j ~ Yp~) Tab

--~ 5/16" x 1" Hex Bolt,
Washer, And Lock Nut

~TYp~)

1 1 /4" x 1 /2" x 1 /2"
12GA U-Channel

ELEVATION VIEW
N.T.S.

■

~~■

Ex. Catch
Basin Wall

1 "~
~ I --

1 1 /4" x 1 /2" x 1 /2"
12GA U-Channel

1"
~TYp~ )

■L

Horizontal 1 1 /4" x 1 /2" x 1 /2"
12GA U-Channel Stiffener

Spot Welded
4 Weld Points

■D

14GA 5mm
Perforated
Screen 50°/a
Open

3/8" Dia. Opening

1=
~~- :~~ JT-------------~-~-_ ~

.J ~ I ~,.,) ~ ~
=~ ------------' -- -'1

3/8" x 1 1/2" Slot

10" (Typ. )

DETAIL B (SH. 1)
N.T.S.

ADS FLEXSTORM
CPS U EXT A

ITLE

TOP SUPPORT BRACKET
DETAIL

LOS ANGELES COUNTY
DEPARTMENT OF PUBLIC WORKS

0 ACCEPTED
0 MAKE CORRECTIONS NOTED
1:3 REVISE CALCULATIONS
El REJECTED

REVIEW IS PERFORMED BY TtE DEPARTMENT TO ENSURE
THE CONTRACTOR'S GENERAL CONFORMANCE WITH THE
DESIGN CONCEPT OF THE PROJECT AND GENERAL CON.
PLIANCE WITH THE SPECIFICATIONS. THE CONTRACTOR
IS SOLELY RESPONSIBLE FOR THE CORRECTNESS OF
DIMENSIONS, PROPER CONSTRUCTION AND INSTALLA-
TION METHODS, AND FOR FULFILUNG ALL CONTRACTUAL
REQUIREMENTS. ACCEPTANCE INDICATED HEREON
DOES NOT RELIEVE THE CONTRACTOR OF THESE 0131.§.
CATIONS.

BY DATE...........--- .

X

Steven Dickson 07-28-16



14GA 5mm A
Perforated Screen

50% Open

r

C

3/16" Self Drilling Screw
(Typ.) 4 Min. Per Bracket

Ex. Catch
Basin Floor

-- -F--~— - - _ --~~
~~ o-6 ~,Y~ ~ ~ ~~

2'~ ~TYp•)

~ ~ ~; ~~~
~':-=s.- —=-~--1-- _~ _;— =;~ --

n, ~,
.4 ~ . -; 5

DETAIL C (SH. 1)
A N.T.S.

2" x 2" x 12" 14GA 5mm
Perforated Base
Support Bracket

2" x 2" x 12" For Detail C
2" x 2" x 3" For Detail D

14GA 5mm
Perforated Base
Support Bracket

1" Min.
(TYp~)

3/16" Self Drilling Screw (Typ.)
4 Min. For 12" Bracket ~~ ,~
2 Min. For 3" Bracket :~ ;

i'

~-
Ex. Catch

__Basin Floor

14GA 5mm
Perforated Screen A 3/16" Self Drilling Screw

50% Open ~ ~(Typ.) 2 Min. Per Bracket

Ex. Catch Basin
Floor

~.

____ ~ .Z-}...~ ~Z:~..~ - 2 x 2 x 3 14GA 5mm
~"~ -- Perforated Base_. y, ~, ~ _ _ ,~
~`~~ ~~ ~~ Support Bracket

Wedge Anchor

DETAIL D (SH. 1)
N.T.S. A

---------------------
SECTION A-A

N.T.S.

Cpl

':

ADS FLEXSTORM
CPS U EXT A

E

BASE SUPPORT BRACKET
DETAILS

3/8" x 3"~
Wedge Anchor —

14GA 5mm
Perforated Screen
50% Open

2" (TYp~)

Horizontal
1 1 /4" x 1 /2" x 1 /2"
12GA U-Channel
Stiffener

LOS ANGELES COUNTY
DEPARTMENT OF PUBLIC WORKS

0 ACCEPTED
0 MAKE CORRECTIONS NOTED
1:3 REVISE CALCULATIONS
El REJECTED

REVIEW IS PERFORMED BY TtE DEPARTMENT TO ENSURE
THE CONTRACTOR'S GENERAL CONFORMANCE WITH THE
DESIGN CONCEPT OF THE PROJECT AND GENERAL CON.
PLIANCE WITH THE SPECIFICATIONS. THE CONTRACTOR
IS SOLELY RESPONSIBLE FOR THE CORRECTNESS OF
DIMENSIONS, PROPER CONSTRUCTION AND INSTALLA-
TION METHODS, AND FOR FULFILUNG ALL CONTRACTUAL
REQUIREMENTS. ACCEPTANCE INDICATED HEREON
DOES NOT RELIEVE THE CONTRACTOR OF THESE 0131.§.
CATIONS.

BY DATE...........--- .

X
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17

r~

3" Base Support Bracket' ~ : ~ u ~ i
Placed At Inflection Point ~'~

(Typ.), See Detail E Hereon ~` /

~,_ /
12" Center Base Support Bracket —'~

(when s_ 3'-0"), ELEVATION VIEW
See Detail F Hereon N.T.S.

C

14GA 5mm Perforated
Screen 50%Open

C

A

2" x 2" x 12" 14GA
5mm Perforated Base

Support Bracket

0

- 1 - - x- -

~~_ _ ~. ~b ;_ ~ ,~~ _, o-, ~

E~ension Panel Scribed To
Conform To Catch Basin Floor

1 Piece Extension
Panel 14GA 5mm
Perforated
Screen 50% Open

Ex. Catch
Basin
Floor

1"
~TYP•) 

------------------------ ------------
DETAIL F
N.T.S.

C C

3/16" Self Drilling Screw
(Typ.) Placed 8"C.C. ~~'—'~~ 1 Piece E~ension Panel

(Max)(Typ.) ; ~~ Horizontal Stiffener
O ,. ~ ~, _gym b e e . o

14GA 5mm Perforated , —
Screen 50% Open _. '-~J ~.

_~ _: , ,

e- ~, ~~~-.

2°x2"x3"14GA5mm ''`~
Perforated Base Support ' - i~1 Piece Extension Panel 14GA 5mm

Perforated Screen 50% Open

Ex. Catch ~ ~ ~-~ ~~"
Basin Floor— ""'T '- ~ t - '~~' ~~—•,

~ _ 1.~

~-3/4" 
--

~TYP•) 

----------------------
DETAI L E
N.T.S. ~

1 Piece Extension Panel
14GA 5mm Perforated

Screen 50% Open

3/16" Self Drilling Screw (Typ.)

2" x 2" x 12" For Detail F
2" x 2" x 3" For Detail E
14GA 5mm Perforated
Base Support Bracket

3/16" Self Drilling Screw (Typ.)
4 Min. For 12" Bracket
2 Min. For 3" Bracket

1 1 /2" x 1 1 /2" 13GA
Mounting Bracket (Typ.)

See Detail A,
Sh. 1 (Typ.)

1 Piece Extension Panel
14GA 5mm Perforated
Screen 50% Open

3/8° x 3" ~ j~~.~~..
Wedge Anchor ------ ~~

~TYP•)

2" ~TYP )

SECTION C-C
N.T.S.

____
Ex. Catch Basin
Floor

ADS FLEXSTORM I
CPS U EXT

EXTENSION PANEL DETAILS

14GA 5mm Perforated
Screen 50%Open

1" (Min.)
~TYP~)

Horizontal 1 1/4" x 1/2" x 1/2"
12GA U-Channel Stiffener

C

1

LOS ANGELES COUNTY
DEPARTMENT OF PUBLIC WORKS

0 ACCEPTED
0 MAKE CORRECTIONS NOTED
1:3 REVISE CALCULATIONS
El REJECTED

REVIEW IS PERFORMED BY TtE DEPARTMENT TO ENSURE
THE CONTRACTOR'S GENERAL CONFORMANCE WITH THE
DESIGN CONCEPT OF THE PROJECT AND GENERAL CON.
PLIANCE WITH THE SPECIFICATIONS. THE CONTRACTOR
IS SOLELY RESPONSIBLE FOR THE CORRECTNESS OF
DIMENSIONS, PROPER CONSTRUCTION AND INSTALLA-
TION METHODS, AND FOR FULFILUNG ALL CONTRACTUAL
REQUIREMENTS. ACCEPTANCE INDICATED HEREON
DOES NOT RELIEVE THE CONTRACTOR OF THESE 0131.§.
CATIONS.

BY DATE...........--- .

X

Steven Dickson 07-28-16



_'!

Ex. Connector Pipe

D

Ex. Catch
~10~

Basin Wall ~Typ~~

~~

v I E
r-- See Detail G Hereon

i i
-~ ~

~.. ~ ~ 7 — ---

S+2R

C~
PLAN VIEW

N.T.S.

1" Bend 90°
Around Rear And 2 Sides

Of Perforated Screen

36" (Max)(Typ. )

C`?

10" x 6" x 1 1/2" 14GA~
Deflector Support Bracket (Typ.) ELEVATION VIEW

N.T.S.

3/8" x 3"
Wedge Anchor

(TYp~)

X 10" (Typ. )

14GA 5mm Perforated See Detail H Hereon
~ Screen 50% Open ~, ~~

`.~.'

j X1/2" Dia. Hole
~ For Optional
~ Side Wall Mount

Ex. Catch
Basin Wall

SECTION E-E
N.T.S.

10" x 6" x 1 1 /2"
14GA Deflector Support
Bracket (Typ. )

14GA 5mm Perforated
Deflector Screen

DETAIL H
N.T.S.

~~ 
~TYP~)

1 /2" ~TYP~ )

ADS FLEXSTORM I
CPS U EXT

DEFLECTOR DETAIL

C

C

/~
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REQUIREMENTS. ACCEPTANCE INDICATED HEREON
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